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Dear Messrs. Hauck arid Roselle: 
I 

t 

The New Mexico Environment Department (NMED) received the Mixed Waste Landfill Annual j 

Long-Term Monitoring & Maintenance Report April 2024 - March 2025, June 2025 (Report), 
1 

with cover letter dated June 12, 2025, submitted by the U.S. Department of Energy on behalf of 
itself and National Technology & Engineering Solutions of Sandia, LLC (collectively, the 
Permittees) on June 2~, 2025. NMED has reviewed the Report and hereby issues this Approval 
with Modification with the following comment: 

I 

1. Section 7.1.1, Well Purging and Sampling 

Permittee Statement: "For the May 2024 monitoring event, the average flow rates 
ranged from 0.076 gallons per minute {gpm) at MWL-MW9 to 0.168 gpm at MWL-BW2. 
For the Octobe:r 2024 monitoring event, the average flow rates ranged from 0.051 gpm 
at MWL-MW9 ~o 0.157 gpm at MWL-BW2." 

I 
' NMED Comment: Section 3.4 of Appendix F of the LTMMP states," ... the maximum : 

pumping rate in any case shall not exceed 12 L/min, and groundwater samples collected f 
I 

for VOC analyses shall be collected by filling the sample containers at a flow rate not to 
exceed 0.1 L/min." Section 7.1.1 of the Report states the maximum flow rates during 
well purging; flow rates during sampling are not indicated. Based on information from 

I 

DOE-OB staff and field experience, samples are usually taken at flow rates similar to the 
I 

last purge rate. 
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Sample flow rates must be provided in this section in future Reports. Adjustment of field 
notes (FOP 5-1, as in Annex F of the Report} to indicate sample flow rates may be 
appropriate. Additionally, purge rate values were recorded in gal/min during this 
sampling event. This may make compliance with the LTMMP, where rates are indicated 
in L/min, more complicated. In future Reports, flow rates must be reported in L/min as · 
described in the LTMMP. Conversions of L/min from gal/min in field notes may be 
added. 

This approval is based on the information presented in the document as it relates to the 
objectives of the work identified by NMED at the time of review. Approval of this document 
does not constitute agreement with all information or every statement presented in the 
document. 

If you have any questions regarding this letter, please contact Naomi Davidson at (SOS} 690-
7567. 

Sincerely, 

d 
. Dlgltally signed by JohnDavld 

JohnDavi Nance Nance 
• Date: 2025.10.02 15:50:27 -06'00' 

JohnDavid Nance 
Bureau Chief 
Hazardous Waste Bureau 

cc: N. Dhawan, NMED HWB 
C. Amindyas, NMED HWB 
N. Davidson, NMED HWB 
L. King, EPA Region 6 (GLCRRC} 
J. Fife, DOE/NNSA/SFO, MS-0184 
A. Bodour, DOE/NNSNSFO, MS-0184 
M. Nagy, SNL/NM, MS-0725 
A. Gallegos, SNL/NM, MS-0725 
D. Jesus, SNL/NM, MS-0730 
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